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TEMPORARY LIGHT POLE DETAIL

NOTES:

1. ALL DIMENSIONS IN INCHES (MILLIMETERS) UNLESS OTHERWISE INDICATED

WOOD POLE

MESSENGER TIED TO INSULATOR —
WITH FACTORY FORMED CABLE TIE

GROUND CLAMP —- \
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— HEAVY DUTY INSULATED
/ PULLEY CLEVIS
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\4 PHASE CONDUCTOR
\>7 WATERPROOF FUSEHOLDER & FUSE

WATERPROOF FUSEHOLDER
AND SOLID NEUTRAL SLUG

TEMPORARY LIGHT POLE ATTACHMENT DETAIL
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